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CITY OF KIRKLAND 
 

Vehicle Charging Stations 
JOB NO. 03-21-CMO  

 

ADDENDUM NO. 1 
TO THE PLANS, SPECIFICATIONS, PROPOSAL AND CONTRACT 

 
Issued This Date: Thursday, January 28, 2021 
Bid Opening: Unchanged – January 29, 2021 at 1:00:00 pm PST 
Place of Opening: City Hall 

 
 

Notice to All Plan holders: 
This Addendum No. 1, containing the following revisions, additions, deletions, and/or 
clarifications is hereby made part of the Plan and Contract Documents for the above- 
named project. Bidders shall take this Addendum into consideration when preparing and 
submitting their bids and it shall be attached to the Contract Documents. 

 
Contractors shall acknowledge receipt of this Addendum in the place provided on 
Proposal Page 6. Failure to do so may disqualify the Bidder from consideration of 
its bid. 

 
All other requirements of the contract documents remain in effect. 

 
 

Location: Plans, Sheet 35, Soldier Pile Wall Schedule 
 

1. How will the shrubs/trees removal process be completed?  Will the roots be removed or will the 
tree/shrub be just cut off leaving a stump? –  
City of Kirkland:  City grounds crews will work with the contractor to remove any/all shrubs/roots 
that need to be removed for the project.   
 

2. Since the pathways to the charging stations will go through vegetation, have you considered 
the impact to the roots of that vegetation in your specs and expected outcome? –  
City of Kirkland:  Yes, we have.  City grounds will evaluate the life expectancy and logistics of 
plantings when a plan is established. 
 

3. Specifically, because the trenching will impact the large planted area on the West side of the 
building, we would like clarification of your expectation in this regard. – 
City of Kirkland: Please see answers to #1 and #2 questions above.   

 
4. At the site walk, I had asked if KCH would pay for the permits, and you stated “No”. But the 

project manual states the owner will apply and pay for the general building permit and the 
contractor is responsible for any other. Please see image attached and confirm. 
City of Kirkland:  yes, permit(s) will be applied for and issued according to the project manual.    

 
5. Please note that the specifications state that 12” marking tape needs to be installed above the 

conduit, however, it will be bored. There wont be a trench, is this still a requirement? And of 
course, it can only bee by the vegetation as so much concrete covers the conduit.  

 

Questions and Answers: 
 



Page 2 of 2  

Stantec: For bored installations, provide #12AWG copper tracing wire in all empty conduit.  Provide 
marking tape in all remaining duct paths.  

 
6. There is also a specification stating that the conduit needs to change to rigid 10 ft from the 

building which I do not recommend. We should keep it as PVC to the building penetration and 
then transition once inside the building.  

            Stantec: This is not an acceptable deviation from the specifications. 

 
7. The documentation states the public bid opening will be January 28th @1:00PM, however the 

Bid Due date is January 29th at 1:00PM.  Can you please verify the times and dates? –  
City of Kirkland:  Friday, January 29th at 1:00 pm. 
 

8. City of Kirkland:  Equipment shown in “Records Room 141” can be placed in “ELEC 145” if all 
codes and requirements are met.  It is up to the contractor to coordinate with electrical engineer 
to update the plans for permit.   

 
9. Question and Answer period is now closed.   
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